
​ADDENDUM​

​ADDENDUM NO.:​​#04​
​DATE:​​07/07/2026​

​PROJECT:​​NDOT 1600 Second Floor Renovations​
​PROJECT #:​​25065​

​TO:​​Prospective Bidders​

​This Addendum is issued by the Architect to all bidders of record prior to receipt of proposals.​
​Bidders shall acknowledge receipt of this addendum by so indicating on the Proposal Form. Failure​
​to do so may subject Bidder to disqualification. All information and instructions given herein shall​
​become a part of the Contract Documents.​

​NOTICE:​​SUBSTANTIAL COMPLETION DATE REVISED TO​​MONDAY MARCH 1, 2027.​

​GENERAL​

​1.​ ​Detail 3/A7.1 appears to show exterior furring wall stopping at bottom of ceiling grid​
​but the typ wall detail F20 appears to show framing going to bottom of structure. We​
​would prefer to run framing and gypboard to 9’ (just above ceiling) and stop. Spray​
​foam could still be applied to exterior block.​

​a.​ ​Please continue wall F20 to just above ceiling and apply spray foam to the​
​entire wall up to the deck.​

​2.​ ​E0.0 (Note N under General Systems Notes) notes that the general contractor shall​
​carry an allowance for the design and installation of a firefighter’s emergency​
​responder radio coverage system. Please specify this allowance amount.​

​a.​ ​Note to be deleted, no allowance needed for this item.​

​END OF ADDENDUM​
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